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ELECTRICAL
PANEL BOARD
SCHEDULES
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NOTES:  1. THIS PANEL SCHEDULE IS SHOWN FOR GENERAL REFERENCE ONLY.

TOTAL 720 VA 2 A 720 VA 2 A

CONNECTED VA / AMPS DEMAND VA / AMPS

E = ELEVATOR K = KITCHEN

C = CONTINUOUS N = NON-CONTINUOUS

H = HEATING M = MOTOR

R 720 VA 2 A 100.00% 720 VA 2 A L = LIGHTING R = RECEPTACLE

LOAD CLASSIFICATION CONNECTED VA / AMPS DEMAND % DEMAND VA / AMPS LOAD CLASSIFICATIONS - CODE LEGEND

0.72 kVA 0.00 kVA 0.00 kVA

29 -- -- 1 SPACE 0.00 / 0.00 30

27 -- -- 1 SPACE 0.00 / 0.00 28

25 -- -- 1 SPACE 0.00 / 0.00

(E) MCB 3 60 A --

26

23 -- -- 1 SPACE 0.00 / 0.00 SPACE 1 -- -- 24

21 -- -- 1 SPACE 0.00 / 0.00 SPACE 1 -- -- 22

19 R 20 A 1 CONTROLLER 0.72 / 0.00 20

17 -- 20 A 1 (E) LOAD 0.00 / 0.00
(E) LOAD 2 15 A --

18

15 -- -- 1 SPACE 0.00 / 0.00 (E) LOAD 1 20 A -- 16

13 -- 20 A 1 (E) LOAD 0.00 / 0.00 (E) LOAD 1 20 A -- 14

11 -- 20 A 1 (E) LOAD 0.00 / 0.00 (E) LOAD 1 20 A -- 12

9 -- 20 A 1 (E) LOAD 0.00 / 0.00 (E) LOAD 1 20 A -- 10

7 -- 20 A 1 (E) LOAD 0.00 / 0.00 (E) LOAD 1 20 A -- 8

5 -- 20 A 1 (E) LOAD 0.00 / 0.00 (E) LOAD 1 20 A -- 6

3 -- 20 A 1 (E) LOAD 0.00 / 0.00 4

1 -- 20 A 1 (E) LOAD 0.00 / 0.00
(E) LOAD 2 40 A --

2

CKT NO /
CODE

      CB
TRIP-POLE

LOAD TYPE A (kVA) B (kVA) C (kVA) LOAD TYPE
      CB

TRIP-POLE
CKT NO /

CODE

BRANCH: NEMA: Type 1 AVAILABLE FAULT CURRENT: MOUNTING: SURFACE

FED FROM: (E) DIST BD "MDC" (VIA XFMR) PHASE / WIRE: 3PH / 4W BRACING (AMPS): 10,000A BUS RATING: 100 A

LOCATION: ROOF ELEC ROOM VOLTAGE: 120/208 Wye NEW/EXISTING: Existing MAIN: 60 A MCB

PANEL: (E) PNL "M"
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